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SYMBOL LEGEND:

REMOVE EXISTING CONCRETE SIDEWALK

REMOVE EXISTING CONCRETE CURB & GUTTER

REMOVE EXISTING ASPHALT PAVEMENT

REMOVE EXISTING LIGHTPOLE

(SEE ELEC)

REMOVE EXISTING TREE

SCALE: 1 INCH = 20 FEET
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BENCHMARKS:

1. BM #1: THE SOUTHEAST FLANGE BOLT OF THE FIRE HYDRANT LOCATED IN THE NORTHWEST

CORNER OF THE INTERSECTION OF ELM STREET & 21ST AVENUE NORTH.

   ELEVATION = 902.46 (NAVD 88)

REMOVE & SALVAGE EXISTING FLAG POLE

REMOVE EXISTING GATE VALVE

REMOVE EXISTING FIRE HYDRANT

REMOVE EXISTING STORM INLET

REMOVE EXISTING OUTLET POST

(SEE ELEC)

REMOVE EXISTING BUILDING

REMOVE EXISTING FENCE

REMOVE EXISTING STREET SIGN

EXISTING FENCE

EXISTING LIGHT POLE

EXISTING STORM INLET

EXISTING MANHOLE

EXISTING TREE

EXISTING GATE VALVE

EXISTING STREET SIGN

EXISTING POWER POLE

EXISTING OUTLET POST

EXISTING GUARD POST

EXISTING STORM CLEANOUT

EXISTING FIRE HYDRANT

EXISTING SHRUB

EXISTING FLAG POLE

EXISTING PROPERTY LINE

PLAN NOTES:
1. CONTRACTOR SHALL LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION. NORTH DAKOTA ONE

CALL WILL ONLY LOCATE THEIR MAINS AND WILL NOT LOCATE PRIVATE UTILITIES ON THIS

SITE. THE VA IS NOT RESPONSIBLE FOR LOCATING ANY ON SITE UTILITIES.

2. CONTRACTOR SHALL FIELD VERIFY LOCATION AND ELEVATION OF ALL EXISTING/PROPOSED

UTILITY CROSSINGS, AND WHERE EXISTING UTILITIES CONNECT INTO NEW UTILITY MAINS.

3. ALL PAVEMENT MARKED FOR DEMOLITION SHALL BE FULL DEPTH SAW CUT PRIOR TO REMOVAL.

4. CONTRACTOR SHALL KEEP ACCESS OPEN TO ALL EXISTING DOORS, FIRE EXITS, AND LOADING

DOCKS DURING ALL PHASES OF CONSTRUCTION.

5. CONTRACTOR IS REQUIRED TO MAINTAIN ONE DRIVING LANE OPEN AT ALL TIMES AND PROVIDE

STAFF TO DIRECT TRAFFIC, AS WELL AS PROVIDE ALL REQUIRED TEMPORARY SIGNAGE.

6. CONTRACTOR IS RESPONSIBLE FOR GENERAL TRAFFIC CONTROL TO ALLOW FOR PUBLIC ACCESS

THROUGH THE PROJECT SITE. CONTRACTOR SHALL PROVIDE ADEQUATE SIGNS FOR PUBLIC

SAFETY AND TRAFFIC CONTROL. CONTRACTOR IS RESPONSIBLE TO KEEP ACCESS TO THE EAST

& NORTH LOADING DOCK OPEN FOR DAILY DELIVERIES & COORDINATE ANY RESTRICTIONS

WITH THE VA ADMINISTRATION.

7. CONTRACTOR SHALL MAINTAIN 8.0' BURY DEPTH OVER ALL NEW WATERMAIN.

8. CONTRACTOR SHALL PROTECT THE EXISTING WATERMAIN AND ENSURE THAT THE VA MEDICAL

CAMPUS HAS NO DISRUPTION OF SERVICE. NEW WATERMAIN SHALL BE INSTALLED, ALL TESTS

COMPLETED, AND OPERATIONAL BEFORE ANY DISCONNECTION OF EXISTING WATER SERVICE.

COORDINATE ANY REQUIRED LOSS OF SERVICE WITH VA ADMINISTRATION PRIOR TO WORK

9. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING A TEMPORARY WATER SERVICE TO THE

AFFECTED VA BUILDINGS. THE METHOD OF PROVIDING THE TEMPORARY WATER SERVICE SHALL

BE AN OPTION OF THE CONTRACTOR SUBJECT TO THE APPROVAL OF THE ENGINEER. ALL

TEMPORARY WATER MAINS AND SERVICES SHALL BE DISINFECTED IN ACCORDANCE WITH THE

SPECIFICATIONS. ONE WATER SAMPLE PER SERVICE CONNECTION WILL BE TAKEN AFTER THE

TEMPORARY WATER LINE IS FLUSHED. THE SAMPLE SHALL SHOW THE ABSENCE OF BACTERIA

BEFORE CONNECTIONS ARE ALLOWED.

10. THE CONTRACTOR SHALL INSTALL A TEMPORARY BYPASS TO MAINTAIN UNINTERRUPTED SEWER

SERVICE ON SEWER RECONSTRUCTION WHERE WORK WILL INTERFERE WITH STORM WATER &

SANITARY SEWAGE FLOW IN THE EXISTING SEWER. THE BYPASS SHALL BE MADE BY

DIVERTING THE EFFLUENT FLOW AT AN UPSTREAM ACCESS MANHOLE AND PUMPING IT THROUGH

A SEPARATE CONDUIT TO A DOWNSTREAM REENTRY POINT OR TO AN ADJACENT SEWER SYSTEM.

THE PUMP AND BYPASS CONDUIT SHALL BE OF ADEQUATE SIZE AND CAPACITY TO HANDLE THE

FLOW. THE EFFLUENT LEVEL IN THE BYPASS PUMPING MANHOLE SHALL NOT BE ALLOWED TO

RISE MORE THAN 1 FOOT ABOVE THE CROWN OF THE INCOMING SEWER PIPE. BYPASS PUMPING

SHALL BE INCIDENTAL TO THE SEWER WORK.

11. CONTRACTOR SHALL PROVIDE AND INSTALL ANY ADDITIONAL FITTINGS, PIPING, AND 

OFFSETS TO ACCOUNT FOR UTILITY LOCATIONS AND CROSSINGS NOT INDICATED ON THE 

PLANS.

12. CONTRACTOR SHALL RELOCATE ANY EXISTING UTILITIES THAT CONFLICT WITH THE 

INSTALLATION OF THE NEW SANITARY SEWER, STORM SEWER, AND WATERMAIN. ADDITIONAL

WORK AND MATERIALS SHALL BE INSTALLED AT NO COST TO THE PROJECT.

13. ALL GRASSED AREAS DISTURBED BY CONSTRUCTION SHALL HAVE 

TOPSOIL (6" DEPTH),  GRADED, SEEDED, AND HYDRO-MULCHED.

14.  CONTRACTOR SHALL REMOVE THE EXISTING BUILDING STRUCTURES

NOTED ON THE PLANS AND TRANSPORT ALL MATERIAL TO AN 

APPROPRIATE WASTE FACILITY. EXISTING FOUNDATIONS SHALL 

BE REMOVED IN THEIR ENTIRETY AND BACKFILLED TO THE 

EXISTING SURFACE ELEVATION WITH CLAY MATERIAL TO 98% 

STANDARD PROCTOR DENSITY.
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EXISTING FENCE

EXISTING LIGHT POLE

EXISTING STORM INLET

EXISTING MANHOLE

EXISTING TREE

EXISTING GATE VALVE

EXISTING STREET SIGN

EXISTING POWER POLE

EXISTING OUTLET POST

EXISTING GUARD POST

EXISTING STORM CLEANOUT

EXISTING FIRE HYDRANT

EXISTING SHRUB

EXISTING FLAG POLE

REMOVE EXISTING LIGHTPOLE

(SEE ELEC)

REMOVE EXISTING TREE

REMOVE EXISTING STORM SEWER LINE

REMOVE EXISTING SANITARY SEWER LINE

REMOVE EXISTING WATER LINE

REMOVE EXISTING STORM INLET

REMOVE EXISTING MANHOLE

PLAN NOTES:

BENCHMARKS:

1. BM #1: THE SOUTHEAST FLANGE BOLT OF THE FIRE HYDRANT

LOCATED IN THE NORTHWEST CORNER OF THE INTERSECTION OF

ELM STREET & 21ST AVENUE NORTH.

   ELEVATION = 902.46 (NAVD 88)

SCALE: 1 INCH = 20 FEET

20100 40
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REMOVE EXISTING UNDERGROUND

ELECTRIC LINE (SEE ELEC)

REMOVE EXISTING UNDERGROUND

TELEPHONE LINE (SEE ELEC)

EXISTING UNDERGROUND ELECTRIC LINE

EXISTING SANITARY SEWER LINE

EXISTING STORM SEWER LINE

EXISTING WATERMAIN LINE

EXISTING UNDERGROUND TELEPHONE LINE

EXISTING OVERHEAD POWER LINE

EXISTING UNDERGROUND FIBER OPTIC

EXISTING UNDERGROUND CABLE LINE

REMOVE EXISTING GATE VALVE

REMOVE EXISTING FIRE HYDRANT

REMOVE EXISTING UNDERGROUND

STEAM LINE (SEE MECH)

REMOVE EXISTING OUTLET POST

(SEE ELEC)

1. CONTRACTOR SHALL LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION. NORTH DAKOTA ONE

CALL WILL ONLY LOCATE THEIR MAINS AND WILL NOT LOCATE PRIVATE UTILITIES ON THIS

SITE. THE VA IS NOT RESPONSIBLE FOR LOCATING ANY ON SITE UTILITIES.

2. CONTRACTOR SHALL FIELD VERIFY LOCATION AND ELEVATION OF ALL EXISTING/PROPOSED

UTILITY CROSSINGS, AND WHERE EXISTING UTILITIES CONNECT INTO NEW UTILITY MAINS.

3. ALL PAVEMENT MARKED FOR DEMOLITION SHALL BE FULL DEPTH SAW CUT PRIOR TO REMOVAL.

4. CONTRACTOR SHALL KEEP ACCESS OPEN TO ALL EXISTING DOORS, FIRE EXITS, AND LOADING

DOCKS DURING ALL PHASES OF CONSTRUCTION.

5. CONTRACTOR IS REQUIRED TO MAINTAIN ONE DRIVING LANE OPEN AT ALL TIMES AND PROVIDE

STAFF TO DIRECT TRAFFIC, AS WELL AS PROVIDE ALL REQUIRED TEMPORARY SIGNAGE.

6. CONTRACTOR IS RESPONSIBLE FOR GENERAL TRAFFIC CONTROL TO ALLOW FOR PUBLIC ACCESS

THROUGH THE PROJECT SITE. CONTRACTOR SHALL PROVIDE ADEQUATE SIGNS FOR PUBLIC

SAFETY AND TRAFFIC CONTROL. CONTRACTOR IS RESPONSIBLE TO KEEP ACCESS TO THE EAST

& NORTH LOADING DOCK OPEN FOR DAILY DELIVERIES & COORDINATE ANY RESTRICTIONS

WITH THE VA ADMINISTRATION.

7. CONTRACTOR SHALL MAINTAIN 8.0' BURY DEPTH OVER ALL NEW WATERMAIN.

8. CONTRACTOR SHALL PROTECT THE EXISTING WATERMAIN AND ENSURE THAT THE VA MEDICAL

CAMPUS HAS NO DISRUPTION OF SERVICE. NEW WATERMAIN SHALL BE INSTALLED, ALL TESTS

COMPLETED, AND OPERATIONAL BEFORE ANY DISCONNECTION OF EXISTING WATER SERVICE.

COORDINATE ANY REQUIRED LOSS OF SERVICE WITH VA ADMINISTRATION PRIOR TO WORK

9. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING A TEMPORARY WATER SERVICE TO THE

AFFECTED VA BUILDINGS. THE METHOD OF PROVIDING THE TEMPORARY WATER SERVICE SHALL

BE AN OPTION OF THE CONTRACTOR SUBJECT TO THE APPROVAL OF THE ENGINEER. ALL

TEMPORARY WATER MAINS AND SERVICES SHALL BE DISINFECTED IN ACCORDANCE WITH THE

SPECIFICATIONS. ONE WATER SAMPLE PER SERVICE CONNECTION WILL BE TAKEN AFTER THE

TEMPORARY WATER LINE IS FLUSHED. THE SAMPLE SHALL SHOW THE ABSENCE OF BACTERIA

BEFORE CONNECTIONS ARE ALLOWED.

10. THE CONTRACTOR SHALL INSTALL A TEMPORARY BYPASS TO MAINTAIN UNINTERRUPTED SEWER

SERVICE ON SEWER RECONSTRUCTION WHERE WORK WILL INTERFERE WITH STORM WATER &

SANITARY SEWAGE FLOW IN THE EXISTING SEWER. THE BYPASS SHALL BE MADE BY

DIVERTING THE EFFLUENT FLOW AT AN UPSTREAM ACCESS MANHOLE AND PUMPING IT THROUGH

A SEPARATE CONDUIT TO A DOWNSTREAM REENTRY POINT OR TO AN ADJACENT SEWER SYSTEM.

THE PUMP AND BYPASS CONDUIT SHALL BE OF ADEQUATE SIZE AND CAPACITY TO HANDLE THE

FLOW. THE EFFLUENT LEVEL IN THE BYPASS PUMPING MANHOLE SHALL NOT BE ALLOWED TO

RISE MORE THAN 1 FOOT ABOVE THE CROWN OF THE INCOMING SEWER PIPE. BYPASS PUMPING

SHALL BE INCIDENTAL TO THE SEWER WORK.

11. CONTRACTOR SHALL PROVIDE AND INSTALL ANY ADDITIONAL FITTINGS, PIPING, AND 

OFFSETS TO ACCOUNT FOR UTILITY LOCATIONS AND CROSSINGS NOT INDICATED ON THE 

PLANS.

12. CONTRACTOR SHALL RELOCATE ANY EXISTING UTILITIES THAT CONFLICT WITH THE 

INSTALLATION OF THE NEW SANITARY SEWER, STORM SEWER, AND WATERMAIN. ADDITIONAL

WORK AND MATERIALS SHALL BE INSTALLED AT NO COST TO THE PROJECT.

13. ALL GRASSED AREAS DISTURBED BY CONSTRUCTION SHALL HAVE 

TOPSOIL (6" DEPTH),  GRADED, SEEDED, AND HYDRO-MULCHED.

14.  CONTRACTOR SHALL REMOVE THE EXISTING BUILDING STRUCTURES

NOTED ON THE PLANS AND TRANSPORT ALL MATERIAL TO AN 

APPROPRIATE WASTE FACILITY. EXISTING FOUNDATIONS SHALL 

BE REMOVED IN THEIR ENTIRETY AND BACKFILLED TO THE 

EXISTING SURFACE ELEVATION WITH CLAY MATERIAL TO 98% 

STANDARD PROCTOR DENSITY.

EXISTING PROPERTY LINE

REMOVE EXISTING STREET SIGN

REMOVE & SALVAGE EXISTING FLAG POLE
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F.F. 905.00

S
T

S
T

S
T

S
T

S
T

S
T

S
T

ST MH #3 (48")W/

INLET CASTING & GRATE

RIM 901.35

INV S 888.01 (12" PVC)

INV E 888.01 (12" HPDE)

102LF-12" SDR35

PVC ST @ 0.25%

12" PVC ST

INV 888.27

(PLUG END)

(COORDINATE CONNECTION

W/ MECHINCAL)

8" PVC SAN INV 890.59

12" PVC ST T.O.P. 889.27

8" PVC WM INV 892.33

12" PVC ST T.O.P. 889.23

ST MH #2 (48")

W/ INLET CASTING & GRATE

RIM 899.65

INV E  894.36 (12" HPDE)

INV S  894.36 (12" HDPE)

CONNECT TO EXISTING

STORM MANHOLE

12" HDPE ST

INV 893.57

79LF-12" HDPE ST @ 1.0%

STF STF

S
T
F

STF

STF STF

S
T
F

STF

STF STF

S
T
F

STF

CONNECT TO EXISTING

STORM INLET

INV W 887.50 (12" HDPE)

(PHASE 3)

93LF-12" HDPE ST @ 0.25%

12" HDPE ST INV 887.86

6" PVC WM T.O.P (FIELD VERIFY)

13.8'

5
.
0
'

RAISE EXISTING

ELECTRICAL MH CASTING

RIM 904.00

RAISE EXISTING

ELECTRICAL MH CASTING

RIM 904.35

REMOVE EXISTING MH CASTING

RAISE AND REPLACE W/ SOLID

CASTING EAST JORDEN

1106A2PT W/ COVER LABELED

"COMMUNICATION"

RIM 904.25

REPLACE EXISTING

COMMUNICATION MH W/ SOLID

CASTING EAST JORDEN

1106A2PT OR APPROVED

EQUAL AND COVER LABELED

"COMMUNICATION"

REMOVE EXISTING MH CASTING

RAISE AND REPLACE W/ SOLID

CASTING EAST JORDEN

8075CVH OR APPROVED EQUAL

W/ COVER LABELED

"ELECTRICAL"

RIM 4.00

RAISE EXISTING

COMMUNICATION MH CASTING

RIM 903.00

SF

SF

SF

SF

NEW STEAM &

CONDENSATE LINES

(SEE MECH)

NEW ELECTRICAL

LINE (SEE ELEC)

VERIFY STORM SEWER

CROSSING WITH UNDERGROUND

ELECTRICAL DUCT BANK

ST
ST

ST

ST

ST

ST

ST MH #4 (48") W/

INLET CASTING & GRATE

RIM 900.65

INV W 887.78 (12" HDPE)

INV E 887.78 (12" HPDE)

64LF-12" HDPE ST @ 1.0%

12" HDPE ST INV 894.75

8" PVC SAN T.O.P. 894.24

SF

SF

SF

SF

SF

SF

INSTALL NEW 96" PRECAST MANHOLE AROUND

EXISTING COMMUNICATION VAULT (NO BASE PAD)

(VERIFY DEPTH OF EXISTING VAULT &

COORDINATE OPENINGS WITH EXISTING CABLE

LOCATIONS) PROVIDE W/ SOLID CASTING EAST

JORDAN 1585AVHGS OR APPROVED EQUAL LABELED

"COMMUNICATION" & CENTER OVER EXISTING

VAULT COVER

SET NEW MANHOLE ON FOUR (4) FROST PIERS TO

PREVENT MANHOLE FROM SETTLING

RIM 902.25

S

S

ST

ST

ST

ST

ST MH #1 (48")

W/ INLET CASTING & GRATE

RIM 902.75

INV SW  898.43 (2" PVC)

INV E   898.13 (6" PVC)

INV W   895.00 (12" HDPE)

SF

ST

ST

S

UGP UGP UGP

U
G
P

U
G
P

U
G
P

UGP UGP UGP UGP

UGPUGPUGP

U
G
P

U
G
P

U
G
P

UGP
UGP

UGP

S

S

RELOCATED AMBULANCE /

EMERGENCY DEPT. SIGN

115LF-12" HDPE

ST @ 0.25%

(PHASE 3)

NEW ELECTRICAL

OUTLETS (SEE ELEC)

RELOCATE PATIENT SMOKING

SHELTER FOR PERMANENT

INSTALLATION UNDER PHASE 3

NEW SLAB TO BE PROVIDED

BY UTILITY/ASPHALT

PROJECT CONTRACTOR

PROVIDE (2) CONCRETE PIPE

BOLLARDS BEHIND A/C UNIT

(FIELD VERIFY LOCATION)

(PHASE 3)

RELOCATE PATIENT SMOKING

SHELTER UNDER PHASE 1.

PROVIDE ACCESS & SIGNAGE.

(NO BOLLARDS NECESSARY)

(FIELD VERIFY LOCATION)

ALL NEW UTILITIES HIGHLIGHTED SHALL BE

COMPLETED BY A SEPARATE CONTRACTOR AWARDED

UNDER THE ASPHALT/UTILITY PROJECT (ALL NEW

UTILITIES SHOWN FOR REFERENCE ONLY). URGENT

CARE CONTRACTOR SHALL BE RESPONSIBLE TO

COORDINATE ALL SCHEDULING AND PHASING

BETWEEN BOTH PROJECTS.

DATE

SYMBOL LEGEND:

SCALE: 1 INCH = 20 FEET

20100 40

S

E

N

W

BENCHMARKS:

1. BM #1: THE SOUTHEAST FLANGE BOLT OF THE FIRE HYDRANT LOCATED IN THE NORTHWEST

CORNER OF THE INTERSECTION OF ELM STREET & 21ST AVENUE NORTH.

   ELEVATION = 902.46 (NAVD 88)

NEW STORM SEWER LINEST

NEW STORM MANHOLE

NEW STORM INLET

NEW FIRE HYDRANT

NEW GATE VALVE

NEW SANITARY MANHOLE

ST

ST

S

W

W

NEW SIGN

W

S

NEW WATERMAIN LINE

NEW SANITARY SEWER LINE

NEW LIGHT POLE (SEE ELEC)

STF
NEW STEAM/CONDESATE LINES

(SEE MECH)

NEW UNDERGROUND ELECTRIC

LINE (SEE ELEC)

SF SF

STST NEW INLET PROTECTION

EXISTING FENCE

EXISTING LIGHT POLE

EXISTING STORM INLET

EXISTING MANHOLE

EXISTING TREE

EXISTING GATE VALVE

EXISTING STREET SIGN

EXISTING POWER POLE

EXISTING OUTLET POST

EXISTING GUARD POST

EXISTING STORM CLEANOUT

EXISTING FIRE HYDRANT

EXISTING SHRUB

EXISTING FLAG POLE

EXISTING UNDERGROUND ELECTRIC LINE

EXISTING SANITARY SEWER LINE

EXISTING STORM SEWER LINE

EXISTING WATERMAIN LINE

EXISTING UNDERGROUND TELEPHONE LINE

EXISTING OVERHEAD POWER LINE

EXISTING UNDERGROUND FIBER OPTIC

EXISTING UNDERGROUND CABLE LINE

UGP

EXISTING PROPERTY LINE

PLAN NOTES:
1. CONTRACTOR SHALL LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION. NORTH DAKOTA ONE

CALL WILL ONLY LOCATE THEIR MAINS AND WILL NOT LOCATE PRIVATE UTILITIES ON THIS

SITE. THE VA IS NOT RESPONSIBLE FOR LOCATING ANY ON SITE UTILITIES.

2. CONTRACTOR SHALL FIELD VERIFY LOCATION AND ELEVATION OF ALL EXISTING/PROPOSED

UTILITY CROSSINGS, AND WHERE EXISTING UTILITIES CONNECT INTO NEW UTILITY MAINS.

3. ALL PAVEMENT MARKED FOR DEMOLITION SHALL BE FULL DEPTH SAW CUT PRIOR TO REMOVAL.

4. CONTRACTOR SHALL KEEP ACCESS OPEN TO ALL EXISTING DOORS, FIRE EXITS, AND LOADING

DOCKS DURING ALL PHASES OF CONSTRUCTION.

5. CONTRACTOR IS REQUIRED TO MAINTAIN ONE DRIVING LANE OPEN AT ALL TIMES AND PROVIDE

STAFF TO DIRECT TRAFFIC, AS WELL AS PROVIDE ALL REQUIRED TEMPORARY SIGNAGE.

6. CONTRACTOR IS RESPONSIBLE FOR GENERAL TRAFFIC CONTROL TO ALLOW FOR PUBLIC ACCESS

THROUGH THE PROJECT SITE. CONTRACTOR SHALL PROVIDE ADEQUATE SIGNS FOR PUBLIC

SAFETY AND TRAFFIC CONTROL. CONTRACTOR IS RESPONSIBLE TO KEEP ACCESS TO THE EAST

& NORTH LOADING DOCK OPEN FOR DAILY DELIVERIES & COORDINATE ANY RESTRICTIONS

WITH THE VA ADMINISTRATION.

7. CONTRACTOR SHALL MAINTAIN 8.0' BURY DEPTH OVER ALL NEW WATERMAIN.

8. CONTRACTOR SHALL PROTECT THE EXISTING WATERMAIN AND ENSURE THAT THE VA MEDICAL

CAMPUS HAS NO DISRUPTION OF SERVICE. NEW WATERMAIN SHALL BE INSTALLED, ALL TESTS

COMPLETED, AND OPERATIONAL BEFORE ANY DISCONNECTION OF EXISTING WATER SERVICE.

COORDINATE ANY REQUIRED LOSS OF SERVICE WITH VA ADMINISTRATION PRIOR TO WORK

9. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING A TEMPORARY WATER SERVICE TO THE

AFFECTED VA BUILDINGS. THE METHOD OF PROVIDING THE TEMPORARY WATER SERVICE SHALL

BE AN OPTION OF THE CONTRACTOR SUBJECT TO THE APPROVAL OF THE ENGINEER. ALL

TEMPORARY WATER MAINS AND SERVICES SHALL BE DISINFECTED IN ACCORDANCE WITH THE

SPECIFICATIONS. ONE WATER SAMPLE PER SERVICE CONNECTION WILL BE TAKEN AFTER THE

TEMPORARY WATER LINE IS FLUSHED. THE SAMPLE SHALL SHOW THE ABSENCE OF BACTERIA

BEFORE CONNECTIONS ARE ALLOWED.

10. THE CONTRACTOR SHALL INSTALL A TEMPORARY BYPASS TO MAINTAIN UNINTERRUPTED SEWER

SERVICE ON SEWER RECONSTRUCTION WHERE WORK WILL INTERFERE WITH STORM WATER &

SANITARY SEWAGE FLOW IN THE EXISTING SEWER. THE BYPASS SHALL BE MADE BY

DIVERTING THE EFFLUENT FLOW AT AN UPSTREAM ACCESS MANHOLE AND PUMPING IT THROUGH

A SEPARATE CONDUIT TO A DOWNSTREAM REENTRY POINT OR TO AN ADJACENT SEWER SYSTEM.

THE PUMP AND BYPASS CONDUIT SHALL BE OF ADEQUATE SIZE AND CAPACITY TO HANDLE THE

FLOW. THE EFFLUENT LEVEL IN THE BYPASS PUMPING MANHOLE SHALL NOT BE ALLOWED TO

RISE MORE THAN 1 FOOT ABOVE THE CROWN OF THE INCOMING SEWER PIPE. BYPASS PUMPING

SHALL BE INCIDENTAL TO THE SEWER WORK.

11. CONTRACTOR SHALL PROVIDE AND INSTALL ANY ADDITIONAL FITTINGS, PIPING, AND 

OFFSETS TO ACCOUNT FOR UTILITY LOCATIONS AND CROSSINGS NOT INDICATED ON THE 

PLANS.

12. CONTRACTOR SHALL RELOCATE ANY EXISTING UTILITIES THAT CONFLICT WITH THE 

INSTALLATION OF THE NEW SANITARY SEWER, STORM SEWER, AND WATERMAIN. ADDITIONAL

WORK AND MATERIALS SHALL BE INSTALLED AT NO COST TO THE PROJECT.

13. ALL GRASSED AREAS DISTURBED BY CONSTRUCTION SHALL HAVE 

TOPSOIL (6" DEPTH),  GRADED, SEEDED, AND HYDRO-MULCHED.

14.  CONTRACTOR SHALL REMOVE THE EXISTING BUILDING STRUCTURES

NOTED ON THE PLANS AND TRANSPORT ALL MATERIAL TO AN 

APPROPRIATE WASTE FACILITY. EXISTING FOUNDATIONS SHALL 

BE REMOVED IN THEIR ENTIRETY AND BACKFILLED TO THE 

EXISTING SURFACE ELEVATION WITH CLAY MATERIAL TO 98% 

STANDARD PROCTOR DENSITY.
NEW OUTLET POST (SEE ELEC)
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SAN MH #3 (48")

RIM 902.35INV W 890.61

(8" PVC)

INV S 890.61 (6" PVC)

INV E 890.61 (8" PVC)

68LF-8" SDR35

PVC SAN @ 0.40%

8"x6" REDUCER

INV 890.88

(COORDINATE SAN

CONNECTION W/ MECH

156LF-8" SDR35 PVC SAN @ 0.4
0%

135LF-8" SDR35 PVC SAN @ 0.4
0%

SAN MH #4 (48")

RIM 902.50

INV S 891.23 (8" PVC)

INV E 891.23 (8" PVC)

SAN MH #5 (48")

RIM 903.00

INV S 893.45 (8" PVC)

INV W 893.24 (6" PVC)

INV N 891.60 (8" PVC)

91LF-8" SDR35

PVC SAN @ 0.50%

115LF-8" SDR35

PVC SAN @ 0.40%

SAN MH #2 (48")

RIM 901.50

INV W  890.07 (8" PVC)

INV SE 890.07 (8" PVC)

S
T

S
T

STF STF

S
T
F

STF

STF STF

S
T
F

STF

STF STF

S
T
F

STF

NEW STEAM &

CONDENSATE PIPING

(SEE MECH)

SAN MH #1 (48")

RIM 900.60

INV NW 889.61  (8" PVC)

INV S 889.59± (8" SAN)

8" PVC SAN INV 890.65

12" PVC ST T.O.P.889.20

VERIFY SANITARY CROSSING W/

STEAM TUNNEL

VERIFY SANITARY

CROSSING W/

UNDERGROUND

ELECTRICAL DUCT BANK

VERIFY SANITARY

CROSSING W/

UNDERGROUND

ELECTRICAL DUCT BANK

& COMMUNICATION LINES

VERIFY SANITARY

CROSSING W/ UNDERGROUND

COMMUNICATION LINES

VERIFY SANITARY

CROSSING W/

UNDERGROUND

COMMUNICATION &

ELECTRICAL LINES

VERIFY SANITARY

CROSSING W/

UNDERGROUND

ELECTRICAL DUCT BANK
24.3'

5
.
0
'

NEW ELECTRICAL LINE

(SEE ELEC)

ST
ST

ST

ST

ST

ST

NEW ELECTRICAL

OUTLETS (SEE ELEC)

S

S

ST

ST

ST

ST

ST

ST

S

UGP UGP UGP

U
G
P

U
G
P

U
G
P

UGP UGP UGP UGP

UGPUGPUGP

U
G
P

U
G
P

U
G
P

UGP
UGP

UGP

S

S

RELOCATED AMBULANCE /

EMERGENCY DEPT. SIGN

6" PVC WM INV 893.75

8" PVC SAN T.O.P. 889.80

RELOCATE PATIENT SMOKING

SHELTER FOR PERMANENT

INSTALLATION UNDER PHASE 3

NEW SLAB TO BE PROVIDED

BY UTILITY/ASPHALT

PROJECT CONTRACTOR

PROVIDE (2) CONCRETE PIPE

BOLLARDS BEHIND A/C UNIT

(FIELD VERIFY LOCATION)

(PHASE 3)

RELOCATE PATIENT SMOKING

SHELTER UNDER PHASE 1.

PROVIDE ACCESS & SIGNAGE.

(NO BOLLARDS NECESSARY)

(FIELD VERIFY LOCATION)

ALL NEW UTILITIES HIGHLIGHTED SHALL BE

COMPLETED BY A SEPARATE CONTRACTOR AWARDED

UNDER THE ASPHALT/UTILITY PROJECT (ALL NEW

UTILITIES SHOWN FOR REFERENCE ONLY). URGENT

CARE CONTRACTOR SHALL BE RESPONSIBLE TO

COORDINATE ALL SCHEDULING AND PHASING

BETWEEN BOTH PROJECTS.

DATE

SYMBOL LEGEND:

SCALE: 1 INCH = 20 FEET

20100 40

S

E

N

W

BENCHMARKS:

1. BM #1: THE SOUTHEAST FLANGE BOLT OF THE FIRE HYDRANT LOCATED IN THE NORTHWEST

CORNER OF THE INTERSECTION OF ELM STREET & 21ST AVENUE NORTH.

   ELEVATION = 902.46 (NAVD 88)

NEW SANITARY SEWER LINES

NEW STORM MANHOLE

NEW STORM INLET

NEW FIRE HYDRANT

NEW GATE VALVE

NEW SANITARY MANHOLE

ST

ST

S

W

W

NEW SIGN

W

ST

NEW WATERMAIN LINE

NEW STORM SEWER LINE

NEW LIGHT POLE (SEE ELEC)

STF
NEW STEAM/CONDESATE LINES

(SEE MECH)

NEW UNDERGROUND ELECTRIC

LINE (SEE ELEC)

EXISTING FENCE

EXISTING LIGHT POLE

EXISTING STORM INLET

EXISTING MANHOLE

EXISTING TREE

EXISTING GATE VALVE

EXISTING STREET SIGN

EXISTING POWER POLE

EXISTING OUTLET POST

EXISTING GUARD POST

EXISTING STORM CLEANOUT

EXISTING FIRE HYDRANT

EXISTING SHRUB

EXISTING FLAG POLE

EXISTING UNDERGROUND ELECTRIC LINE

EXISTING SANITARY SEWER LINE

EXISTING STORM SEWER LINE

EXISTING WATERMAIN LINE

EXISTING UNDERGROUND TELEPHONE LINE

EXISTING OVERHEAD POWER LINE

EXISTING UNDERGROUND FIBER OPTIC

EXISTING UNDERGROUND CABLE LINE
UGP

EXISTING PROPERTY LINE

PLAN NOTES:
1. CONTRACTOR SHALL LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION. NORTH DAKOTA ONE

CALL WILL ONLY LOCATE THEIR MAINS AND WILL NOT LOCATE PRIVATE UTILITIES ON THIS

SITE. THE VA IS NOT RESPONSIBLE FOR LOCATING ANY ON SITE UTILITIES.

2. CONTRACTOR SHALL FIELD VERIFY LOCATION AND ELEVATION OF ALL EXISTING/PROPOSED

UTILITY CROSSINGS, AND WHERE EXISTING UTILITIES CONNECT INTO NEW UTILITY MAINS.

3. ALL PAVEMENT MARKED FOR DEMOLITION SHALL BE FULL DEPTH SAW CUT PRIOR TO REMOVAL.

4. CONTRACTOR SHALL KEEP ACCESS OPEN TO ALL EXISTING DOORS, FIRE EXITS, AND LOADING

DOCKS DURING ALL PHASES OF CONSTRUCTION.

5. CONTRACTOR IS REQUIRED TO MAINTAIN ONE DRIVING LANE OPEN AT ALL TIMES AND PROVIDE

STAFF TO DIRECT TRAFFIC, AS WELL AS PROVIDE ALL REQUIRED TEMPORARY SIGNAGE.

6. CONTRACTOR IS RESPONSIBLE FOR GENERAL TRAFFIC CONTROL TO ALLOW FOR PUBLIC ACCESS

THROUGH THE PROJECT SITE. CONTRACTOR SHALL PROVIDE ADEQUATE SIGNS FOR PUBLIC

SAFETY AND TRAFFIC CONTROL. CONTRACTOR IS RESPONSIBLE TO KEEP ACCESS TO THE EAST

& NORTH LOADING DOCK OPEN FOR DAILY DELIVERIES & COORDINATE ANY RESTRICTIONS

WITH THE VA ADMINISTRATION.

7. CONTRACTOR SHALL MAINTAIN 8.0' BURY DEPTH OVER ALL NEW WATERMAIN.

8. CONTRACTOR SHALL PROTECT THE EXISTING WATERMAIN AND ENSURE THAT THE VA MEDICAL

CAMPUS HAS NO DISRUPTION OF SERVICE. NEW WATERMAIN SHALL BE INSTALLED, ALL TESTS

COMPLETED, AND OPERATIONAL BEFORE ANY DISCONNECTION OF EXISTING WATER SERVICE.

COORDINATE ANY REQUIRED LOSS OF SERVICE WITH VA ADMINISTRATION PRIOR TO WORK

9. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING A TEMPORARY WATER SERVICE TO THE

AFFECTED VA BUILDINGS. THE METHOD OF PROVIDING THE TEMPORARY WATER SERVICE SHALL

BE AN OPTION OF THE CONTRACTOR SUBJECT TO THE APPROVAL OF THE ENGINEER. ALL

TEMPORARY WATER MAINS AND SERVICES SHALL BE DISINFECTED IN ACCORDANCE WITH THE

SPECIFICATIONS. ONE WATER SAMPLE PER SERVICE CONNECTION WILL BE TAKEN AFTER THE

TEMPORARY WATER LINE IS FLUSHED. THE SAMPLE SHALL SHOW THE ABSENCE OF BACTERIA

BEFORE CONNECTIONS ARE ALLOWED.

10. THE CONTRACTOR SHALL INSTALL A TEMPORARY BYPASS TO MAINTAIN UNINTERRUPTED SEWER

SERVICE ON SEWER RECONSTRUCTION WHERE WORK WILL INTERFERE WITH STORM WATER &

SANITARY SEWAGE FLOW IN THE EXISTING SEWER. THE BYPASS SHALL BE MADE BY

DIVERTING THE EFFLUENT FLOW AT AN UPSTREAM ACCESS MANHOLE AND PUMPING IT THROUGH

A SEPARATE CONDUIT TO A DOWNSTREAM REENTRY POINT OR TO AN ADJACENT SEWER SYSTEM.

THE PUMP AND BYPASS CONDUIT SHALL BE OF ADEQUATE SIZE AND CAPACITY TO HANDLE THE

FLOW. THE EFFLUENT LEVEL IN THE BYPASS PUMPING MANHOLE SHALL NOT BE ALLOWED TO

RISE MORE THAN 1 FOOT ABOVE THE CROWN OF THE INCOMING SEWER PIPE. BYPASS PUMPING

SHALL BE INCIDENTAL TO THE SEWER WORK.

11. CONTRACTOR SHALL PROVIDE AND INSTALL ANY ADDITIONAL FITTINGS, PIPING, AND 

OFFSETS TO ACCOUNT FOR UTILITY LOCATIONS AND CROSSINGS NOT INDICATED ON THE 

PLANS.

12. CONTRACTOR SHALL RELOCATE ANY EXISTING UTILITIES THAT CONFLICT WITH THE 

INSTALLATION OF THE NEW SANITARY SEWER, STORM SEWER, AND WATERMAIN. ADDITIONAL

WORK AND MATERIALS SHALL BE INSTALLED AT NO COST TO THE PROJECT.

13. ALL GRASSED AREAS DISTURBED BY CONSTRUCTION SHALL HAVE 

TOPSOIL (6" DEPTH),  GRADED, SEEDED, AND HYDRO-MULCHED.

14.  CONTRACTOR SHALL REMOVE THE EXISTING BUILDING STRUCTURES

NOTED ON THE PLANS AND TRANSPORT ALL MATERIAL TO AN 

APPROPRIATE WASTE FACILITY. EXISTING FOUNDATIONS SHALL 

BE REMOVED IN THEIR ENTIRETY AND BACKFILLED TO THE 

EXISTING SURFACE ELEVATION WITH CLAY MATERIAL TO 98% 

STANDARD PROCTOR DENSITY.

NEW OUTLET POST (SEE ELEC)
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8"x8"x4" TEE

(2)-8" GATE VALVE & BOX

4" GATE VALVE & BOX

T.O.P. 893.00

CONNECT TO EXISTING 4"

PVC WATERMAIN

6LF-4" C900 PVC WM

T.O.P. (FIELD VERIFY

ELEV & LOCATION)

227LF-8" C900 PVC WM

40LF-6" C900 PVC WM

CONNECT TO EXISTING

4" PVC WATERMAIN

T.O.P. (FIELD VERIFY

ELEV & LOCATION)

115LF-8" C900

PVC WM

10LF-6" C900

PVC WM
8"x6x6" TEE

8" GATE VALVE & BOX

(2) 6" GATE VALVE & BOX

T.O.P. 893.00

62LF-6" C900

PVC WM

CONNECT TO EXISTING 8" WM

8"-90° BEND

(FIELD VERIFY ELEV &

LOCATION)

8"x4" TEE

4" GATE VALVE & BOX

(2) 8" GATE VALVE & BOX

10LF-4" C900 PVC WM

CONNECT TO EXISTING 4" WM

T.O.P. (FIELD VERIFY ELEV

& LOCATION)

6"-45° BEND

T.O.P. 892.50

FIRE HYDRANT

6" GATE VALVE & BOX

31LF-6" C900 PVC WM

F.G. ELEV 900.50

6"x6" TEE

T.O.P. 893.00

FIRE HYDRANT

6" GATE VALVE & BOX

19LF-6" C900 PVC WM

F.G. ELEV 901.50

S
T

S
T

CONNECT TO EXISTING WATERMAIN

(FIELD VERIFY ELEVATION)

STF STF

S
T
F

STF

STF STF

S
T
F

STF

STF STF

S
T
F

STF

8" PVC WM INV 892.33

12" HDPE ST T.O.P. 889.20

CONNECT TO EXISTING 8" WM

8"x6" SS TAPPING SLEEVE

(FIELD VERIFY ELEV &

LOCATION)

NEW STEAM AND

CONDENSATE PIPING

(SEE MECH)

VERIFY WATERMAIN

CROSSING W/ UNDERGROUND

ELECTRICAL DUCT BANK &

COMMUNICATION LINES

VERIFY WATERMAIN

CROSSING W/ UNDERGROUND

COMMUNICATION LINES

VERIFY WATERMAIN

CROSSING W/ UNDERGROUND

COMMUNICATION LINES

VERIFY WATERMAIN

CROSSING W/ UNDERGROUND

ELECTRICAL DUCT BANK

NEW ELECTRICAL LINE

(SEE ELEC)

6" PVC WM INV 893.75

8" PVC SAN T.O.P. 889.80
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ST

ST

ST

ST

ST

S

S

ST

ST

ST

ST

ST

ST

S
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P

U
G
P
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P

UGP UGP UGP UGP

UGPUGPUGP
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U
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U
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UGP
UGP

UGP

S

S

51LF-6" C900

PVC WM

6"-45° BEND

T.O.P. 893.25

42LF-6" C900

PVC WM

RELOCATED AMBULANCE /

EMERGENCY DEPT. SIGN

NEW ELECTRICAL

OUTLETS (SEE ELEC)

RELOCATE PATIENT SMOKING

SHELTER FOR PERMANENT

INSTALLATION UNDER PHASE 3

NEW SLAB TO BE PROVIDED

BY UTILITY/ASPHALT

PROJECT CONTRACTOR

PROVIDE (2) CONCRETE PIPE

BOLLARDS BEHIND A/C UNIT

(FIELD VERIFY LOCATION)

(PHASE 3)

RELOCATE PATIENT SMOKING

SHELTER UNDER PHASE 1.

PROVIDE ACCESS & SIGNAGE.

(NO BOLLARDS NECESSARY)

(FIELD VERIFY LOCATION)

ALL NEW UTILITIES HIGHLIGHTED SHALL BE

COMPLETED BY A SEPARATE CONTRACTOR AWARDED

UNDER THE ASPHALT/UTILITY PROJECT (ALL NEW

UTILITIES SHOWN FOR REFERENCE ONLY). URGENT

CARE CONTRACTOR SHALL BE RESPONSIBLE TO

COORDINATE ALL SCHEDULING AND PHASING

BETWEEN BOTH PROJECTS.

DATE

SYMBOL LEGEND:
SCALE: 1 INCH = 20 FEET

20100 40

S

E

N

W

BENCHMARKS:

1. BM #1: THE SOUTHEAST FLANGE BOLT OF THE FIRE HYDRANT LOCATED IN THE NORTHWEST

CORNER OF THE INTERSECTION OF ELM STREET & 21ST AVENUE NORTH.

   ELEVATION = 902.46 (NAVD 88)

NEW STORM MANHOLE

NEW STORM INLET

NEW FIRE HYDRANT

NEW GATE VALVE

NEW SANITARY MANHOLE

ST

ST

S

W

W

NEW WATERMAIN LINEW

NEW SIGN

S

ST

NEW SANITARY SEWER LINE

NEW STORM SEWER LINE

NEW LIGHT POLE (SEE ELEC)

STF
NEW STEAM/CONDESATE LINES

(SEE MECH)

UGP
NEW UNDERGROUND ELECTRIC

LINE (SEE ELEC)

EXISTING FENCE

EXISTING LIGHT POLE

EXISTING STORM INLET

EXISTING MANHOLE

EXISTING TREE

EXISTING GATE VALVE

EXISTING STREET SIGN

EXISTING POWER POLE

EXISTING OUTLET POST

EXISTING GUARD POST

EXISTING STORM CLEANOUT

EXISTING FIRE HYDRANT

EXISTING SHRUB

EXISTING FLAG POLE

EXISTING UNDERGROUND ELECTRIC LINE

EXISTING SANITARY SEWER LINE

EXISTING STORM SEWER LINE

EXISTING WATERMAIN LINE

EXISTING UNDERGROUND TELEPHONE LINE

EXISTING OVERHEAD POWER LINE

EXISTING UNDERGROUND FIBER OPTIC

EXISTING UNDERGROUND CABLE LINE

EXISTING PROPERTY LINE

PLAN NOTES:
1. CONTRACTOR SHALL LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION. NORTH DAKOTA ONE

CALL WILL ONLY LOCATE THEIR MAINS AND WILL NOT LOCATE PRIVATE UTILITIES ON THIS

SITE. THE VA IS NOT RESPONSIBLE FOR LOCATING ANY ON SITE UTILITIES.

2. CONTRACTOR SHALL FIELD VERIFY LOCATION AND ELEVATION OF ALL EXISTING/PROPOSED

UTILITY CROSSINGS, AND WHERE EXISTING UTILITIES CONNECT INTO NEW UTILITY MAINS.

3. ALL PAVEMENT MARKED FOR DEMOLITION SHALL BE FULL DEPTH SAW CUT PRIOR TO REMOVAL.

4. CONTRACTOR SHALL KEEP ACCESS OPEN TO ALL EXISTING DOORS, FIRE EXITS, AND LOADING

DOCKS DURING ALL PHASES OF CONSTRUCTION.

5. CONTRACTOR IS REQUIRED TO MAINTAIN ONE DRIVING LANE OPEN AT ALL TIMES AND PROVIDE

STAFF TO DIRECT TRAFFIC, AS WELL AS PROVIDE ALL REQUIRED TEMPORARY SIGNAGE.

6. CONTRACTOR IS RESPONSIBLE FOR GENERAL TRAFFIC CONTROL TO ALLOW FOR PUBLIC ACCESS

THROUGH THE PROJECT SITE. CONTRACTOR SHALL PROVIDE ADEQUATE SIGNS FOR PUBLIC

SAFETY AND TRAFFIC CONTROL. CONTRACTOR IS RESPONSIBLE TO KEEP ACCESS TO THE EAST

& NORTH LOADING DOCK OPEN FOR DAILY DELIVERIES & COORDINATE ANY RESTRICTIONS

WITH THE VA ADMINISTRATION.

7. CONTRACTOR SHALL MAINTAIN 8.0' BURY DEPTH OVER ALL NEW WATERMAIN.

8. CONTRACTOR SHALL PROTECT THE EXISTING WATERMAIN AND ENSURE THAT THE VA MEDICAL

CAMPUS HAS NO DISRUPTION OF SERVICE. NEW WATERMAIN SHALL BE INSTALLED, ALL TESTS

COMPLETED, AND OPERATIONAL BEFORE ANY DISCONNECTION OF EXISTING WATER SERVICE.

COORDINATE ANY REQUIRED LOSS OF SERVICE WITH VA ADMINISTRATION PRIOR TO WORK

9. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING A TEMPORARY WATER SERVICE TO THE

AFFECTED VA BUILDINGS. THE METHOD OF PROVIDING THE TEMPORARY WATER SERVICE SHALL

BE AN OPTION OF THE CONTRACTOR SUBJECT TO THE APPROVAL OF THE ENGINEER. ALL

TEMPORARY WATER MAINS AND SERVICES SHALL BE DISINFECTED IN ACCORDANCE WITH THE

SPECIFICATIONS. ONE WATER SAMPLE PER SERVICE CONNECTION WILL BE TAKEN AFTER THE

TEMPORARY WATER LINE IS FLUSHED. THE SAMPLE SHALL SHOW THE ABSENCE OF BACTERIA

BEFORE CONNECTIONS ARE ALLOWED.

10. THE CONTRACTOR SHALL INSTALL A TEMPORARY BYPASS TO MAINTAIN UNINTERRUPTED SEWER

SERVICE ON SEWER RECONSTRUCTION WHERE WORK WILL INTERFERE WITH STORM WATER &

SANITARY SEWAGE FLOW IN THE EXISTING SEWER. THE BYPASS SHALL BE MADE BY

DIVERTING THE EFFLUENT FLOW AT AN UPSTREAM ACCESS MANHOLE AND PUMPING IT THROUGH

A SEPARATE CONDUIT TO A DOWNSTREAM REENTRY POINT OR TO AN ADJACENT SEWER SYSTEM.

THE PUMP AND BYPASS CONDUIT SHALL BE OF ADEQUATE SIZE AND CAPACITY TO HANDLE THE

FLOW. THE EFFLUENT LEVEL IN THE BYPASS PUMPING MANHOLE SHALL NOT BE ALLOWED TO

RISE MORE THAN 1 FOOT ABOVE THE CROWN OF THE INCOMING SEWER PIPE. BYPASS PUMPING

SHALL BE INCIDENTAL TO THE SEWER WORK.

11. CONTRACTOR SHALL PROVIDE AND INSTALL ANY ADDITIONAL FITTINGS, PIPING, AND 

OFFSETS TO ACCOUNT FOR UTILITY LOCATIONS AND CROSSINGS NOT INDICATED ON THE 

PLANS.

12. CONTRACTOR SHALL RELOCATE ANY EXISTING UTILITIES THAT CONFLICT WITH THE 

INSTALLATION OF THE NEW SANITARY SEWER, STORM SEWER, AND WATERMAIN. ADDITIONAL

WORK AND MATERIALS SHALL BE INSTALLED AT NO COST TO THE PROJECT.

13. ALL GRASSED AREAS DISTURBED BY CONSTRUCTION SHALL HAVE 

TOPSOIL (6" DEPTH),  GRADED, SEEDED, AND HYDRO-MULCHED.

14.  CONTRACTOR SHALL REMOVE THE EXISTING BUILDING STRUCTURES

NOTED ON THE PLANS AND TRANSPORT ALL MATERIAL TO AN 

APPROPRIATE WASTE FACILITY. EXISTING FOUNDATIONS SHALL 

BE REMOVED IN THEIR ENTIRETY AND BACKFILLED TO THE 

EXISTING SURFACE ELEVATION WITH CLAY MATERIAL TO 98% 

STANDARD PROCTOR DENSITY.
NEW OUTLET POST (SEE ELEC)
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LANDING SLOPED AT A MAXIMUM OF 2% AND AN 80'

RAMP SLOPED AT A MAXIMUM OF 5% TO MATCH

EXISTING GRADE. SIDE SLOPES SHALL BE NO

STEEPER THAN 10:1. (FIELD VERIFY LOCATION)
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INSTALLATION UNDER PHASE 3
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BY UTILITY/ASPHALT

PROJECT CONTRACTOR
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904.60G

2
.
8
%PROVIDE (2) CONCRETE PIPE

BOLLARDS BEHIND A/C UNIT

(FIELD VERIFY LOCATION)

(PHASE 3)

RELOCATE PATIENT SMOKING

SHELTER UNDER PHASE 1.

PROVIDE ACCESS & SIGNAGE.

(NO BOLLARDS NECESSARY)

(FIELD VERIFY LOCATION)

ALL SITE EARTHWORK & SUBGRADE PREPARATION

SHALL BE COMPLETED BY A SEPARATE CONTRACTOR

AWARDED UNDER THE ASPHALT/UTILITY PROJECT

URGENT CARE CONTRACTOR SHALL BE RESPONSIBLE

FOR COORDINATING ALL SCHEDULING AND PHASING

BETWEEN BOTH PROJECTS.

DATE

SYMBOL LEGEND:
SCALE: 1 INCH = 20 FEET

20100 40

S

E

N

W

BENCHMARKS:

1. BM #1: THE SOUTHEAST FLANGE BOLT OF THE FIRE HYDRANT LOCATED IN THE NORTHWEST

CORNER OF THE INTERSECTION OF ELM STREET & 21ST AVENUE NORTH.

   ELEVATION = 902.46 (NAVD 88)

902.50RIM NEW RIM ELEVATION

901.55TP NEW TOP OF PAVEMENT ELEVATION

902.90G NEW GUTTER ELEVATION

903.25TC NEW TOP OF CURB ELEVATION

904.85SW NEW SIDEWALK ELEVATION

M.E. MATCH EXISTING ELEVATION

NEW SLOPE & DIRECTION OF FLOW1.0%

NEW STORM MANHOLE

NEW STORM INLET

NEW FIRE HYDRANT

NEW GATE VALVE

NEW SANITARY MANHOLE

ST

ST

S

W

W

NEW SIGN

NEW LIGHT POLE (SEE ELEC)

EXISTING FENCE

EXISTING LIGHT POLE

EXISTING STORM INLET

EXISTING MANHOLE

EXISTING TREE

EXISTING GATE VALVE

EXISTING STREET SIGN

EXISTING POWER POLE

EXISTING OUTLET POST

EXISTING GUARD POST

EXISTING STORM CLEANOUT

EXISTING FIRE HYDRANT

EXISTING SHRUB

EXISTING FLAG POLE

EXISTING PROPERTY LINE

904 NEW CONTOUR

PLAN NOTES:
1. CONTRACTOR SHALL LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION. NORTH DAKOTA ONE

CALL WILL ONLY LOCATE THEIR MAINS AND WILL NOT LOCATE PRIVATE UTILITIES ON THIS

SITE. THE VA IS NOT RESPONSIBLE FOR LOCATING ANY ON SITE UTILITIES.

2. CONTRACTOR SHALL FIELD VERIFY LOCATION AND ELEVATION OF ALL EXISTING/PROPOSED

UTILITY CROSSINGS, AND WHERE EXISTING UTILITIES CONNECT INTO NEW UTILITY MAINS.

3. ALL PAVEMENT MARKED FOR DEMOLITION SHALL BE FULL DEPTH SAW CUT PRIOR TO REMOVAL.

4. CONTRACTOR SHALL KEEP ACCESS OPEN TO ALL EXISTING DOORS, FIRE EXITS, AND LOADING

DOCKS DURING ALL PHASES OF CONSTRUCTION.

5. CONTRACTOR IS REQUIRED TO MAINTAIN ONE DRIVING LANE OPEN AT ALL TIMES AND PROVIDE

STAFF TO DIRECT TRAFFIC, AS WELL AS PROVIDE ALL REQUIRED TEMPORARY SIGNAGE.

6. CONTRACTOR IS RESPONSIBLE FOR GENERAL TRAFFIC CONTROL TO ALLOW FOR PUBLIC ACCESS

THROUGH THE PROJECT SITE. CONTRACTOR SHALL PROVIDE ADEQUATE SIGNS FOR PUBLIC

SAFETY AND TRAFFIC CONTROL. CONTRACTOR IS RESPONSIBLE TO KEEP ACCESS TO THE EAST

& NORTH LOADING DOCK OPEN FOR DAILY DELIVERIES & COORDINATE ANY RESTRICTIONS

WITH THE VA ADMINISTRATION.

7. CONTRACTOR SHALL MAINTAIN 8.0' BURY DEPTH OVER ALL NEW WATERMAIN.

8. CONTRACTOR SHALL PROTECT THE EXISTING WATERMAIN AND ENSURE THAT THE VA MEDICAL

CAMPUS HAS NO DISRUPTION OF SERVICE. NEW WATERMAIN SHALL BE INSTALLED, ALL TESTS

COMPLETED, AND OPERATIONAL BEFORE ANY DISCONNECTION OF EXISTING WATER SERVICE.

COORDINATE ANY REQUIRED LOSS OF SERVICE WITH VA ADMINISTRATION PRIOR TO WORK

9. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING A TEMPORARY WATER SERVICE TO THE

AFFECTED VA BUILDINGS. THE METHOD OF PROVIDING THE TEMPORARY WATER SERVICE SHALL

BE AN OPTION OF THE CONTRACTOR SUBJECT TO THE APPROVAL OF THE ENGINEER. ALL

TEMPORARY WATER MAINS AND SERVICES SHALL BE DISINFECTED IN ACCORDANCE WITH THE

SPECIFICATIONS. ONE WATER SAMPLE PER SERVICE CONNECTION WILL BE TAKEN AFTER THE

TEMPORARY WATER LINE IS FLUSHED. THE SAMPLE SHALL SHOW THE ABSENCE OF BACTERIA

BEFORE CONNECTIONS ARE ALLOWED.

10. THE CONTRACTOR SHALL INSTALL A TEMPORARY BYPASS TO MAINTAIN UNINTERRUPTED SEWER

SERVICE ON SEWER RECONSTRUCTION WHERE WORK WILL INTERFERE WITH STORM WATER &

SANITARY SEWAGE FLOW IN THE EXISTING SEWER. THE BYPASS SHALL BE MADE BY

DIVERTING THE EFFLUENT FLOW AT AN UPSTREAM ACCESS MANHOLE AND PUMPING IT THROUGH

A SEPARATE CONDUIT TO A DOWNSTREAM REENTRY POINT OR TO AN ADJACENT SEWER SYSTEM.

THE PUMP AND BYPASS CONDUIT SHALL BE OF ADEQUATE SIZE AND CAPACITY TO HANDLE THE

FLOW. THE EFFLUENT LEVEL IN THE BYPASS PUMPING MANHOLE SHALL NOT BE ALLOWED TO

RISE MORE THAN 1 FOOT ABOVE THE CROWN OF THE INCOMING SEWER PIPE. BYPASS PUMPING

SHALL BE INCIDENTAL TO THE SEWER WORK.

11. CONTRACTOR SHALL PROVIDE AND INSTALL ANY ADDITIONAL FITTINGS, PIPING, AND 

OFFSETS TO ACCOUNT FOR UTILITY LOCATIONS AND CROSSINGS NOT INDICATED ON THE 

PLANS.

12. CONTRACTOR SHALL RELOCATE ANY EXISTING UTILITIES THAT CONFLICT WITH THE 

INSTALLATION OF THE NEW SANITARY SEWER, STORM SEWER, AND WATERMAIN. ADDITIONAL

WORK AND MATERIALS SHALL BE INSTALLED AT NO COST TO THE PROJECT.

13. ALL GRASSED AREAS DISTURBED BY CONSTRUCTION SHALL HAVE 

TOPSOIL (6" DEPTH),  GRADED, SEEDED, AND HYDRO-MULCHED.

14.  CONTRACTOR SHALL REMOVE THE EXISTING BUILDING STRUCTURES

NOTED ON THE PLANS AND TRANSPORT ALL MATERIAL TO AN 

APPROPRIATE WASTE FACILITY. EXISTING FOUNDATIONS SHALL 

BE REMOVED IN THEIR ENTIRETY AND BACKFILLED TO THE 

EXISTING SURFACE ELEVATION WITH CLAY MATERIAL TO 98% 

STANDARD PROCTOR DENSITY.

EXISTING SPOT ELEVATION

NEW OUTLET POST (SEE ELEC)
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ALL PAVING WORK SHALL BE COMPLETED BY A SEPARATE

CONTRACTOR AWARDED UNDER THE ASPHALT/UTILITY

PROJECT (ALL NEW PAVING SHOWN FOR REFERENCE ONLY).

URGENT CARE CONTRACTOR SHALL BE RESPONSIBLE FOR

COORDINATING ALL SCHEDULING AND PHASING BETWEEN

BOTH PROJECTS.

DATE

SYMBOL LEGEND:
SCALE: 1 INCH = 20 FEET

20100 40

S

E

N

W

BENCHMARKS:

1. BM #1: THE SOUTHEAST FLANGE BOLT OF THE FIRE HYDRANT LOCATED IN THE NORTHWEST

CORNER OF THE INTERSECTION OF ELM STREET & 21ST AVENUE NORTH.

   ELEVATION = 902.46 (NAVD 88)

NEW STORM MANHOLE

NEW STORM INLET

NEW FIRE HYDRANT

NEW GATE VALVE

NEW SANITARY MANHOLE

ST

ST

S

W

W

NEW SIGN

NEW LIGHT POLE (SEE ELEC)

EXISTING FENCE

EXISTING LIGHT POLE

EXISTING STORM INLET

EXISTING MANHOLE

EXISTING TREE

EXISTING GATE VALVE

EXISTING STREET SIGN

EXISTING POWER POLE

EXISTING OUTLET POST

EXISTING GUARD POST

EXISTING STORM CLEANOUT

EXISTING FIRE HYDRANT

EXISTING SHRUB

EXISTING FLAG POLE

EXISTING PROPERTY LINE

PLAN NOTES:
1. CONTRACTOR SHALL LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION. NORTH DAKOTA ONE

CALL WILL ONLY LOCATE THEIR MAINS AND WILL NOT LOCATE PRIVATE UTILITIES ON THIS

SITE. THE VA IS NOT RESPONSIBLE FOR LOCATING ANY ON SITE UTILITIES.

2. CONTRACTOR SHALL FIELD VERIFY LOCATION AND ELEVATION OF ALL EXISTING/PROPOSED

UTILITY CROSSINGS, AND WHERE EXISTING UTILITIES CONNECT INTO NEW UTILITY MAINS.

3. ALL PAVEMENT MARKED FOR DEMOLITION SHALL BE FULL DEPTH SAW CUT PRIOR TO REMOVAL.

4. CONTRACTOR SHALL KEEP ACCESS OPEN TO ALL EXISTING DOORS, FIRE EXITS, AND LOADING

DOCKS DURING ALL PHASES OF CONSTRUCTION.

5. CONTRACTOR IS REQUIRED TO MAINTAIN ONE DRIVING LANE OPEN AT ALL TIMES AND PROVIDE

STAFF TO DIRECT TRAFFIC, AS WELL AS PROVIDE ALL REQUIRED TEMPORARY SIGNAGE.

6. CONTRACTOR IS RESPONSIBLE FOR GENERAL TRAFFIC CONTROL TO ALLOW FOR PUBLIC ACCESS

THROUGH THE PROJECT SITE. CONTRACTOR SHALL PROVIDE ADEQUATE SIGNS FOR PUBLIC

SAFETY AND TRAFFIC CONTROL. CONTRACTOR IS RESPONSIBLE TO KEEP ACCESS TO THE EAST

& NORTH LOADING DOCK OPEN FOR DAILY DELIVERIES & COORDINATE ANY RESTRICTIONS

WITH THE VA ADMINISTRATION.

7. CONTRACTOR SHALL MAINTAIN 8.0' BURY DEPTH OVER ALL NEW WATERMAIN.

8. CONTRACTOR SHALL PROTECT THE EXISTING WATERMAIN AND ENSURE THAT THE VA MEDICAL

CAMPUS HAS NO DISRUPTION OF SERVICE. NEW WATERMAIN SHALL BE INSTALLED, ALL TESTS

COMPLETED, AND OPERATIONAL BEFORE ANY DISCONNECTION OF EXISTING WATER SERVICE.

COORDINATE ANY REQUIRED LOSS OF SERVICE WITH VA ADMINISTRATION PRIOR TO WORK

9. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING A TEMPORARY WATER SERVICE TO THE

AFFECTED VA BUILDINGS. THE METHOD OF PROVIDING THE TEMPORARY WATER SERVICE SHALL

BE AN OPTION OF THE CONTRACTOR SUBJECT TO THE APPROVAL OF THE ENGINEER. ALL

TEMPORARY WATER MAINS AND SERVICES SHALL BE DISINFECTED IN ACCORDANCE WITH THE

SPECIFICATIONS. ONE WATER SAMPLE PER SERVICE CONNECTION WILL BE TAKEN AFTER THE

TEMPORARY WATER LINE IS FLUSHED. THE SAMPLE SHALL SHOW THE ABSENCE OF BACTERIA

BEFORE CONNECTIONS ARE ALLOWED.

10. THE CONTRACTOR SHALL INSTALL A TEMPORARY BYPASS TO MAINTAIN UNINTERRUPTED SEWER

SERVICE ON SEWER RECONSTRUCTION WHERE WORK WILL INTERFERE WITH STORM WATER &

SANITARY SEWAGE FLOW IN THE EXISTING SEWER. THE BYPASS SHALL BE MADE BY

DIVERTING THE EFFLUENT FLOW AT AN UPSTREAM ACCESS MANHOLE AND PUMPING IT THROUGH

A SEPARATE CONDUIT TO A DOWNSTREAM REENTRY POINT OR TO AN ADJACENT SEWER SYSTEM.

THE PUMP AND BYPASS CONDUIT SHALL BE OF ADEQUATE SIZE AND CAPACITY TO HANDLE THE

FLOW. THE EFFLUENT LEVEL IN THE BYPASS PUMPING MANHOLE SHALL NOT BE ALLOWED TO

RISE MORE THAN 1 FOOT ABOVE THE CROWN OF THE INCOMING SEWER PIPE. BYPASS PUMPING

SHALL BE INCIDENTAL TO THE SEWER WORK.

11. CONTRACTOR SHALL PROVIDE AND INSTALL ANY ADDITIONAL FITTINGS, PIPING, AND 

OFFSETS TO ACCOUNT FOR UTILITY LOCATIONS AND CROSSINGS NOT INDICATED ON THE 

PLANS.

12. CONTRACTOR SHALL RELOCATE ANY EXISTING UTILITIES THAT CONFLICT WITH THE 

INSTALLATION OF THE NEW SANITARY SEWER, STORM SEWER, AND WATERMAIN. ADDITIONAL

WORK AND MATERIALS SHALL BE INSTALLED AT NO COST TO THE PROJECT.

13. ALL GRASSED AREAS DISTURBED BY CONSTRUCTION SHALL HAVE 

TOPSOIL (6" DEPTH),  GRADED, SEEDED, AND HYDRO-MULCHED.

14.  CONTRACTOR SHALL REMOVE THE EXISTING BUILDING STRUCTURES

NOTED ON THE PLANS AND TRANSPORT ALL MATERIAL TO AN 

APPROPRIATE WASTE FACILITY. EXISTING FOUNDATIONS SHALL 

BE REMOVED IN THEIR ENTIRETY AND BACKFILLED TO THE 

EXISTING SURFACE ELEVATION WITH CLAY MATERIAL TO 98% 

STANDARD PROCTOR DENSITY.
NEW OUTLET POST (SEE ELEC)

NEW 4" REINFORCED CONCRETE SIDEWALK

NEW 8" REINFORCED CONCRETE PAVEMENT

NEW 9" ASPHALT PAVEMENT (DEDUCT ALTERNATE)

NEW 6" ASPHALT PAVEMENT

NEW TYPE 1 MOUNTABLE CONCRETE CURB & GUTTER

NEW 6" NON-REINFORCED CONCRETE PAVEMENT

NEW 6" ASPHALT PAVEMENT (DEDUCT ALTERNATE)

NEW 3' WIDE CONCRETE VALLEY GUTTER

NEW TYPE 2 MOUNTABLE CONCRETE CURB & GUTTER

NEW 6" REINFORCED CONCRETE PAVEMENT

NEW STAFF/PATIENT SMOKING

SHELTER SLAB
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ALL PAVING WORK SHALL BE COMPLETED BY A SEPARATE

CONTRACTOR AWARDED UNDER THE ASPHALT/UTILITY

PROJECT (ALL NEW PAVING SHOWN FOR REFERENCE ONLY).

URGENT CARE CONTRACTOR SHALL BE RESPONSIBLE TO

COORDINATE ALL SCHEDULING AND PHASING BETWEEN

BOTH PROJECTS.

8.0'5.0'

DATE

SYMBOL LEGEND:
SCALE: 1 INCH = 20 FEET

20100 40
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BENCHMARKS:

1. BM #1: THE SOUTHEAST FLANGE BOLT OF THE FIRE HYDRANT LOCATED IN THE NORTHWEST

CORNER OF THE INTERSECTION OF ELM STREET & 21ST AVENUE NORTH.

   ELEVATION = 902.46 (NAVD 88)

NEW STORM MANHOLE

NEW STORM INLET

NEW FIRE HYDRANT

NEW GATE VALVE

NEW SANITARY MANHOLE

ST

ST

S

W

W

NEW SIGN

NEW LIGHT POLE (SEE ELEC)

EXISTING FENCE

EXISTING LIGHT POLE

EXISTING STORM INLET

EXISTING MANHOLE

EXISTING TREE

EXISTING GATE VALVE

EXISTING STREET SIGN

EXISTING POWER POLE

EXISTING OUTLET POST

EXISTING GUARD POST

EXISTING STORM CLEANOUT

EXISTING FIRE HYDRANT

EXISTING SHRUB

EXISTING FLAG POLE

EXISTING PROPERTY LINE

PLAN NOTES:
1. CONTRACTOR SHALL LOCATE ALL UTILITIES PRIOR TO CONSTRUCTION. NORTH DAKOTA ONE

CALL WILL ONLY LOCATE THEIR MAINS AND WILL NOT LOCATE PRIVATE UTILITIES ON THIS

SITE. THE VA IS NOT RESPONSIBLE FOR LOCATING ANY ON SITE UTILITIES.

2. CONTRACTOR SHALL FIELD VERIFY LOCATION AND ELEVATION OF ALL EXISTING/PROPOSED

UTILITY CROSSINGS, AND WHERE EXISTING UTILITIES CONNECT INTO NEW UTILITY MAINS.

3. ALL PAVEMENT MARKED FOR DEMOLITION SHALL BE FULL DEPTH SAW CUT PRIOR TO REMOVAL.

4. CONTRACTOR SHALL KEEP ACCESS OPEN TO ALL EXISTING DOORS, FIRE EXITS, AND LOADING

DOCKS DURING ALL PHASES OF CONSTRUCTION.

5. CONTRACTOR IS REQUIRED TO MAINTAIN ONE DRIVING LANE OPEN AT ALL TIMES AND PROVIDE

STAFF TO DIRECT TRAFFIC, AS WELL AS PROVIDE ALL REQUIRED TEMPORARY SIGNAGE.

6. CONTRACTOR IS RESPONSIBLE FOR GENERAL TRAFFIC CONTROL TO ALLOW FOR PUBLIC ACCESS

THROUGH THE PROJECT SITE. CONTRACTOR SHALL PROVIDE ADEQUATE SIGNS FOR PUBLIC

SAFETY AND TRAFFIC CONTROL. CONTRACTOR IS RESPONSIBLE TO KEEP ACCESS TO THE EAST

& NORTH LOADING DOCK OPEN FOR DAILY DELIVERIES & COORDINATE ANY RESTRICTIONS

WITH THE VA ADMINISTRATION.

7. CONTRACTOR SHALL MAINTAIN 8.0' BURY DEPTH OVER ALL NEW WATERMAIN.

8. CONTRACTOR SHALL PROTECT THE EXISTING WATERMAIN AND ENSURE THAT THE VA MEDICAL

CAMPUS HAS NO DISRUPTION OF SERVICE. NEW WATERMAIN SHALL BE INSTALLED, ALL TESTS

COMPLETED, AND OPERATIONAL BEFORE ANY DISCONNECTION OF EXISTING WATER SERVICE.

COORDINATE ANY REQUIRED LOSS OF SERVICE WITH VA ADMINISTRATION PRIOR TO WORK

9. CONTRACTOR WILL BE RESPONSIBLE FOR PROVIDING A TEMPORARY WATER SERVICE TO THE

AFFECTED VA BUILDINGS. THE METHOD OF PROVIDING THE TEMPORARY WATER SERVICE SHALL

BE AN OPTION OF THE CONTRACTOR SUBJECT TO THE APPROVAL OF THE ENGINEER. ALL

TEMPORARY WATER MAINS AND SERVICES SHALL BE DISINFECTED IN ACCORDANCE WITH THE

SPECIFICATIONS. ONE WATER SAMPLE PER SERVICE CONNECTION WILL BE TAKEN AFTER THE

TEMPORARY WATER LINE IS FLUSHED. THE SAMPLE SHALL SHOW THE ABSENCE OF BACTERIA

BEFORE CONNECTIONS ARE ALLOWED.

10. THE CONTRACTOR SHALL INSTALL A TEMPORARY BYPASS TO MAINTAIN UNINTERRUPTED SEWER

SERVICE ON SEWER RECONSTRUCTION WHERE WORK WILL INTERFERE WITH STORM WATER &

SANITARY SEWAGE FLOW IN THE EXISTING SEWER. THE BYPASS SHALL BE MADE BY

DIVERTING THE EFFLUENT FLOW AT AN UPSTREAM ACCESS MANHOLE AND PUMPING IT THROUGH

A SEPARATE CONDUIT TO A DOWNSTREAM REENTRY POINT OR TO AN ADJACENT SEWER SYSTEM.

THE PUMP AND BYPASS CONDUIT SHALL BE OF ADEQUATE SIZE AND CAPACITY TO HANDLE THE

FLOW. THE EFFLUENT LEVEL IN THE BYPASS PUMPING MANHOLE SHALL NOT BE ALLOWED TO

RISE MORE THAN 1 FOOT ABOVE THE CROWN OF THE INCOMING SEWER PIPE. BYPASS PUMPING

SHALL BE INCIDENTAL TO THE SEWER WORK.

11. CONTRACTOR SHALL PROVIDE AND INSTALL ANY ADDITIONAL FITTINGS, PIPING, AND 

OFFSETS TO ACCOUNT FOR UTILITY LOCATIONS AND CROSSINGS NOT INDICATED ON THE 

PLANS.

12. CONTRACTOR SHALL RELOCATE ANY EXISTING UTILITIES THAT CONFLICT WITH THE 

INSTALLATION OF THE NEW SANITARY SEWER, STORM SEWER, AND WATERMAIN. ADDITIONAL

WORK AND MATERIALS SHALL BE INSTALLED AT NO COST TO THE PROJECT.

13. ALL GRASSED AREAS DISTURBED BY CONSTRUCTION SHALL HAVE 

TOPSOIL (6" DEPTH),  GRADED, SEEDED, AND HYDRO-MULCHED.

14.  CONTRACTOR SHALL REMOVE THE EXISTING BUILDING STRUCTURES

NOTED ON THE PLANS AND TRANSPORT ALL MATERIAL TO AN 

APPROPRIATE WASTE FACILITY. EXISTING FOUNDATIONS SHALL 

BE REMOVED IN THEIR ENTIRETY AND BACKFILLED TO THE 

EXISTING SURFACE ELEVATION WITH CLAY MATERIAL TO 98% 

STANDARD PROCTOR DENSITY.

NEW OUTLET POST (SEE ELEC)

PARKING TOTALS:

EXISTING STANDARD STALLS: 253

EXISTING ACCESSIBLE STALLS: 28

EXISTING TOTAL STALLS: 281

PROPOSED STANDARD STALLS: 198

PROPOSED ACCESSIBLE STALLS: 24

PROPOSED TOTAL STALLS: 222

NET LOSS OF STANDARD STALLS: -55

NET LOSS OF ACCESSIBLE STALLS: -4


	13-246 C1
	C1 DEMO PLAN - PAVING

	13-246 C1.1
	C1.1 DEMO PLAN - UTILITIES

	13-246 C2
	C2 STORM & EC

	13-246 C2.1
	C2.1 SANITARY SEWER PLAN

	13-246 C2.2
	C2.2 WATERMAIN PLAN

	13-246 C3
	C3 GRADING PLAN

	13-246 C4
	C4 PAVING PLAN

	13-246 C4.1
	C4.1 PAVING DIMENSION PLAN


